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MOUNT POLE IN PARKSTRIP
WITHIN 24“ OF THE CURB \

TAPER ALUM. TUBE .1253" WALL
ALLOY BLACK POWDER COATED PAINT

GROUND LUG OPPOSITE HAND HOLE
REIN FORCED HAND HOLE (3'X6"
WITH LAP - TYPE COVER

AND STAINLESS STEEL SCREWS
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1-1/4 DIA. WIRE HOLE
WITH RUBBER GROMMET

BOTTOM 4’ OF POLE SHALL TO
PAINTED, INSIDE AND OUTSIDE, WITH
BITUMINOUS PAINT/ EPOXY.

INSTALL 10’ COPPER GROUND ROD
FOR ANY VOLTAGE OVER 120 VOLTS
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LEACH POLE REQUIRES A MINIMUM
OF TwO 90 LBS. BAGS OF CONCRETE
(POST MIX IS NOT ACCEPTABLED
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